


DMR Copy of Record

Permit

Permit #: KY0078956 Permittee: Derek R Guthrie WQTC MSD Facility: DEREK R GUTHRIE WQTC MSD

Major: Yes Permittee Address: 700 W Liberty St
Louisville, KY 40203

Facility Location: 11621 LOWER RIVER RD
LOUISVILLE, KY 40272

Permitted Feature: 001
External Outfall

Discharge:  001-2
MUNICIPAL WASTEWATER

   

Report Dates & Status

Monitoring Period: From 02/01/18 to 02/28/18 DMR Due Date: 03/28/18 Status: NetDMR Validated

Considerations for Form Completion

USE MO AVG FOR BOD/TSS REMV;REPT IN MINIMUM COLUMN.

Principal Executive Officer

First Name: James A. Title: Executive Director Telephone: 502-540-6000

Last Name: Parrott

No Data Indicator (NODI)

Form NODI: --

Parameter Monitoring Location Season # Param. NODI   Quantity or Loading Quality or Concentration # of Ex. Frequency of Analysis Sample Type

Code Name Qualifier 1 Value 1 Qualifier 2 Value 2 Units Qualifier 1 Value 1 Qualifier 2 Value 2 Qualifier 3 Value 3 Units

00300 Oxygen, dissolved [DO] 1 - Effluent Gross 0 --

Sample           = 6         19 - mg/L

0

01/01 - Daily GR - GRAB

Permit Req.           >= 2 INST MIN         19 - mg/L 01/01 - Daily GR - GRAB

Value NODI                            

 00310X BOD, 5-day, 20 deg. C 1 - Effluent Gross 0 --

Sample = 7069 = 13000 26 - lb/d     = 11 = 12 19 - mg/L

1

01/01 - Daily CP - COMPOS

Permit Req. <= 7506 MO AVG <= 11259 MX WK AV 26 - lb/d     <= 30 MO AVG <= 45 MX WK AV 19 - mg/L 01/01 - Daily CP - COMPOS

Value NODI                            

00310 BOD, 5-day, 20 deg. C G - Raw Sewage Influent 0 --

Sample = 78695 = 100529 26 - lb/d     = 150 = 226 19 - mg/L

0

01/01 - Daily CP - COMPOS

Permit Req.   Req Mon MO AVG   Req Mon MX WK AV 26 - lb/d       Req Mon MO AVG   Req Mon MX WK AV 19 - mg/L 01/01 - Daily CP - COMPOS

Value NODI                            

00400 pH 1 - Effluent Gross 0 --

Sample           = 6.7     = 7.2 12 - SU

0

01/01 - Daily GR - GRAB

Permit Req.           >= 6 MINIMUM     <= 9 MAXIMUM 12 - SU 01/01 - Daily GR - GRAB

Value NODI                            

 00530X Solids, total suspended 1 - Effluent Gross 0 --

Sample = 5304 = 11781 26 - lb/d     = 7 = 9 19 - mg/L

1

01/01 - Daily CP - COMPOS

Permit Req. <= 7506 MO AVG <= 11259 MX WK AV 26 - lb/d     <= 30 MO AVG <= 45 MX WK AV 19 - mg/L 01/01 - Daily CP - COMPOS

Value NODI                            

00530 Solids, total suspended G - Raw Sewage Influent 0 --

Sample = 113185 = 201798 26 - lb/d     = 192 = 253 19 - mg/L

0

01/01 - Daily CP - COMPOS

Permit Req.   Req Mon MO AVG   Req Mon MX WK AV 26 - lb/d       Req Mon MO AVG   Req Mon MX WK AV 19 - mg/L 01/01 - Daily CP - COMPOS

Value NODI                            

00610 Nitrogen, ammonia total [as N] 1 - Effluent Gross 0 --

Sample = 1776 = 2534 26 - lb/d     = 3 = 4 19 - mg/L

0

01/01 - Daily CP - COMPOS

Permit Req. <= 5004 MO AVG <= 7506 MX WK AV 26 - lb/d     <= 20 MO AVG <= 30 MX WK AV 19 - mg/L 01/01 - Daily CP - COMPOS

Value NODI                            

00610 Nitrogen, ammonia total [as N] G - Raw Sewage Influent 0 --

Sample = 3478 = 3716 26 - lb/d     = 8 = 13 19 - mg/L

0

01/01 - Daily CP - COMPOS

Permit Req.   Req Mon MO AVG   Req Mon MX WK AV 26 - lb/d       Req Mon MO AVG   Req Mon MX WK AV 19 - mg/L 01/01 - Daily CP - COMPOS

Value NODI                            

00625 Nitrogen, Kjeldahl, total [as N] 1 - Effluent Gross 0 --

Sample = 1735 = 3389 26 - lb/d     = 4 = 7.1 19 - mg/L

0

01/07 - Weekly CP - COMPOS

Permit Req.   Req Mon MO AVG   Req Mon MX WK AV 26 - lb/d       Req Mon MO AVG   Req Mon MX WK AV 19 - mg/L 01/07 - Weekly CP - COMPOS

Value NODI                            

00665 Phosphorus, total [as P] 1 - Effluent Gross 0 --

Sample = 396.1 = 458.7 26 - lb/d     = 1 = 2 19 - mg/L

0

01/07 - Weekly CP - COMPOS

Permit Req.   Req Mon MO AVG   Req Mon MX WK AV 26 - lb/d       Req Mon MO AVG   Req Mon MX WK AV 19 - mg/L 01/07 - Weekly CP - COMPOS

Value NODI                            

50050 Flow, in conduit or thru treatment plant 1 - Effluent Gross 0 --

Sample = 79.26 = 182.39 03 - MGD              

0

99/99 - Continuous CN - CONTIN

Permit Req.   Req Mon MO AVG   Req Mon DAILY MX 03 - MGD               99/99 - Continuous CN - CONTIN

Value NODI                            

50050 Flow, in conduit or thru treatment plant G - Raw Sewage Influent 0 --

Sample = 78.27 = 173.99 03 - MGD              

0

99/99 - Continuous CN - CONTIN

Permit Req.   Req Mon MO AVG   Req Mon DAILY MX 03 - MGD               99/99 - Continuous CN - CONTIN

Value NODI                            

50060 Chlorine, total residual 1 - Effluent Gross 0 --

Sample                   < 0.016 19 - mg/L

0

01/01 - Daily GR - GRAB

Permit Req.                   <= 0.019 DAILY MX 19 - mg/L 01/01 - Daily GR - GRAB

Value NODI                            

74055 Coliform, fecal general 1 - Effluent Gross 0 --

Sample               = 4 = 7 13 - #/100mL

0

01/01 - Daily GR - GRAB

Permit Req.               <= 200 30DA GEO <= 400 7 DA GEO 13 - #/100mL 01/01 - Daily GR - GRAB

Value NODI                            

81010 BOD, 5-day, percent removal K - Percent Removal 0 --

Sample           = 93         23 - %

0

01/30 - Monthly CA - CALCTD

Permit Req.           >= 85 MO AV MN         23 - % 01/30 - Monthly CA - CALCTD

Value NODI                            

81011 Solids, suspended percent removal K - Percent Removal 0 --

Sample           = 96         23 - %

0

01/30 - Monthly CA - CALCTD

Permit Req.           >= 85 MO MIN         23 - % 01/30 - Monthly CA - CALCTD

Value NODI                            



Submission Note

If a parameter row does not contain any values for the Sample nor Effluent Trading, then none of the following fields will be submitted for that row: Units, Number of Excursions, Frequency of Analysis, and Sample Type.

Edit Check Errors

Parameter
Monitoring Location Field Type Description Acknowledge

Code Name

00530 Solids, total suspended 1 - Effluent Gross Quantity or Loading Sample Value 2 Soft The provided sample value is outside the permit limit. (Error Code: 1) Yes

00310 BOD, 5-day, 20 deg. C 1 - Effluent Gross Quantity or Loading Sample Value 2 Soft The provided sample value is outside the permit limit. (Error Code: 1) Yes

Comments

 

Attachments

Name Type Size

201802_DRG_MOR.pdf pdf 69653

201802_DRG_COVERLETTER.pdf pdf 56228

201802DRGWQTCOverflowReport.pdf pdf 126465

Report Last Saved By

Derek R Guthrie WQTC MSD

User: kevin.thompson@louisvillemsd.org

Name: Kevin    Thompson  

E-Mail: kevin.thompson@louisvillemsd.org  

Date/Time: 2018-03-27  07:33   (Time Zone: -04:00)

Report Last Signed By

User: kevin.thompson@louisvillemsd.org

Name: Kevin    Thompson  

E-Mail: kevin.thompson@louisvillemsd.org  

Date/Time: 2018-03-27  07:33   (Time Zone: -04:00)



DMR Copy of Record

Permit

Permit #: KY0078956 Permittee: Derek R Guthrie WQTC MSD Facility: DEREK R GUTHRIE WQTC MSD

Major: Yes Permittee Address: 700 W Liberty St
Louisville, KY 40203

Facility Location: 11621 LOWER RIVER RD
LOUISVILLE, KY 40272

Permitted Feature: 001
External Outfall

Discharge:  001-R
REASONABLE POTENTIAL

   

Report Dates & Status

Monitoring Period: From 02/01/18 to 02/28/18 DMR Due Date: 03/28/18 Status: NetDMR Validated

Considerations for Form Completion

 

Principal Executive Officer

First Name: James A. Title: Executive Director Telephone: 502-540-6000

Last Name: Parrott

No Data Indicator (NODI)

Form NODI: --

Parameter Monitoring Location Season # Param. NODI   Quantity or Loading Quality or Concentration # of Ex. Frequency of Analysis Sample Type

Code Name Qualifier 1 Value 1 Qualifier 2 Value 2 Units Qualifier 1 Value 1 Qualifier 2 Value 2 Qualifier 3 Value 3 Units

01032 Chromium, hexavalent [as Cr] 1 - Effluent Gross 0 --

Sample               < 0.005 < 0.005 19 - mg/L

0

01/30 - Monthly CP - COMPOS

Permit Req.                 Req Mon MO AVG   Req Mon DAILY MX 19 - mg/L 01/30 - Monthly CP - COMPOS

Value NODI                            

Submission Note

If a parameter row does not contain any values for the Sample nor Effluent Trading, then none of the following fields will be submitted for that row: Units, Number of Excursions, Frequency of Analysis, and Sample Type.

Edit Check Errors

No errors.

Comments

 

Attachments
No attachments.

Report Last Saved By

Derek R Guthrie WQTC MSD

User: kevin.thompson@louisvillemsd.org

Name: Kevin    Thompson  

E-Mail: kevin.thompson@louisvillemsd.org  

Date/Time: 2018-03-19  12:57   (Time Zone: -04:00)

Report Last Signed By

User: kevin.thompson@louisvillemsd.org

Name: Kevin    Thompson  

E-Mail: kevin.thompson@louisvillemsd.org  

Date/Time: 2018-03-27  07:34   (Time Zone: -04:00)





IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Facility Type Receiving StreamIf Pump Station, Name of Pump Station:Facility AddressFacility ID Discharge to

PENNSYLVANIA RUN   SMH   Sewer Manhole 9317  LANTANA DR25484 STREAM

Activity Code / Description

:  DISREV:  RAIN EVENT 

DISCHARGE

Completed

02/16/18 01:15 

PM

Initiated

02/16/2018

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

ROTTET JR

WO #

2864363

Assigned To

HUBER IV

Event Date

01/13/2013

Disch Status

DOCUMENTED

ConditionRef No

Discharge Reporting:

Discharge Amount: 510 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: MSD PERSONNEL CLEANED AND SANITIZED THE IMPACTED AREA

Control Zone: TEMPORARY SIGNS PUT UP IN AFFECTED AREA

Impact: SEWAGE/WATER DISCHARGING FROM MANHOLE

Repair: RAIN STOPPED  AND PUMP STATION CAUGHT UP, STOPPING DISCHARGE

Public Notification: TEMPORARY SIGNS PUT UP IN AFFECTED AREA

Notifications:

2/13/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG, 

SAYRE.DENNIS@EPAMAIL.EPA.GOV'

2/13/18   1:00 am DISSNO SUPPLEMENTAL EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE HAS BEEN SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG, 

SAYRE.DENNIS@EPAMAIL.EPA.GOV'

3/26/2018 Page 1 of 13  7:02:31 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  (Cont'd) DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Activity Code / Description

:  DISREVRAIN EVENT 

DISCHARGE

Completed

02/22/18 10:00 

AM

Initiated

2/22/2018   

6:00:00AM

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

MORRIS

WO #

2868579

Assigned To

GOODWIN

Disch Status

DOCUMENTED

Event Date

01/13/2013

ConditionRef No

Discharge Reporting:

Discharge Amount: 12,000 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: MSD PERSONNEL CLEANED AND SANITIZED THE IMPACTED AREA

Control Zone: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Impact: SEWAGE WATER DISCHARGING FROM MANHOLE

Repair: RAIN STOPPED AND STATION CAUGHT UP.

Public Notification: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Notifications:

2/22/18   1:00 pm DISSNO SUPPLEMENTAL EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE HAS BEEN SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG, 

SAYRE.DENNIS@EPAMAIL.EPA.GOV'

2/22/18   1:00 pm DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG, 

SAYRE.DENNIS@EPAMAIL.EPA.GOV'

3/26/2018 Page 2 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  (Cont'd) DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Activity Code / Description

:  DISREVRAIN EVENT 

DISCHARGE

Completed

02/23/18 02:15 

PM

Initiated

2/23/2018   

8:02:00AM

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

DENZIK

WO #

2869134

Assigned To

GOODWIN

Disch Status

DOCUMENTED

Event Date

01/13/2013

ConditionRef No

Discharge Reporting:

Discharge Amount: 21,650 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: CLEANUP NOT POSSIBLE DUE TO MAGNITUDE OF STORM

Control Zone: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Impact: SEWAGE/DEBRIS/SOLIDS/PERSONAL HYGIENE PRODUCTS FOUND AROUND MANHOLE

Repair: A SOLUTION FOR THIS LOCATION CAN BE FOUND IN THE IOAP

Public Notification: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Notifications:

2/23/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG'

3/26/2018 Page 3 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  (Cont'd) DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Activity Code / Description

:  DISREVRAIN EVENT 

DISCHARGE

Completed

02/25/18 09:22 

AM

Initiated

2/24/2018   

8:00:00PM

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

RAYMER

WO #

2869550

Assigned To

CATALANO JR

Disch Status

DOCUMENTED

Event Date

01/13/2013

ConditionRef No

Discharge Reporting:

Discharge Amount: 40,100 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: MSD PERSONNEL CLEANED AND SANITIZED THE IMPACTED AREA

Control Zone: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Impact: SEWAGE/WATER DISCHARGING FROM MANHOLE

Repair: A SOLUTION FOR THIS LOCATION CAN BE FOUND IN THE IOAP

Public Notification: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Notifications:

2/23/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG'

3/26/2018 Page 4 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Facility Type Receiving StreamIf Pump Station, Name of Pump Station:Facility AddressFacility ID Discharge to

FISHPOOL CREEK   SMH   Sewer Manhole 9114  CINDERELLA LN60679 DITCH

Activity Code / Description

:  DISREV:  RAIN EVENT 

DISCHARGE

Completed

02/16/18 03:05 

PM

Initiated

02/16/2018

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

ROTTET JR

WO #

2864369

Assigned To

HUBER IV

Event Date

12/15/2007

Disch Status

DOCUMENTED

ConditionRef No

Discharge Reporting:

Discharge Amount: 1,460 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: MSD PERSONNEL CLEANED AND SANITIZED THE IMPACTED AREA

Control Zone: TEMPORARY SIGNS PUT UP IN AFFECTED AREA

Impact: SEWAGE/WATER DISCHARGING FROM MANHOLE

Repair: DISCHARGE STOPPED AFTER RAIN STOPPED ALLOWING PUMP STATION TO CATCH UP

Public Notification: TEMPORARY SIGNS PUT UP IN AFFECTED AREA

Notifications:

2/16/18   1:00 pm DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG, 

SAYRE.DENNIS@EPAMAIL.EPA.GOV'

2/16/18   1:00 pm DISSNO SUPPLEMENTAL EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE HAS BEEN SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG, 

SAYRE.DENNIS@EPAMAIL.EPA.GOV'

3/26/2018 Page 5 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  (Cont'd) DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Activity Code / Description

:  DISREVRAIN EVENT 

DISCHARGE

Completed

02/22/18 01:25 

PM

Initiated

2/22/2018   

6:30:00AM

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

MORRIS

WO #

2868599

Assigned To

GOODWIN

Disch Status

DOCUMENTED

Event Date

12/15/2007

ConditionRef No

Discharge Reporting:

Discharge Amount: 84,000 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: MSD PERSONNEL CLEANED AND SANITIZED THE IMPACTED AREA

Control Zone: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Impact: SEWAGE/WATER DISCHARGING FROM MANHOLE

Repair: RAIN STOPPED AND STATION CAUGHT UP

Public Notification: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Notifications:

2/22/18   1:00 pm DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG, 

SAYRE.DENNIS@EPAMAIL.EPA.GOV'

3/26/2018 Page 6 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  (Cont'd) DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Activity Code / Description

:  DISREVRAIN EVENT 

DISCHARGE

Completed

02/23/18 10:45 

PM

Initiated

2/23/2018   

8:21:00AM

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

DENZIK

WO #

2869129

Assigned To

GOODWIN

Disch Status

DOCUMENTED

Event Date

12/15/2007

ConditionRef No

Discharge Reporting:

Discharge Amount: 108,000 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: CLEANUP NOT POSSIBLE DUE TO MAGNITUDE OF STORM

Control Zone: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Impact: SEWAGE FOUND AROUND MANHOLE

Repair: A SOLUTION FOR THIS LOCATION CAN BE FOUND IN THE IOAP

Public Notification: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Notifications:

2/23/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG'

3/26/2018 Page 7 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  (Cont'd) DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Activity Code / Description

:  DISREVRAIN EVENT 

DISCHARGE

Completed

02/26/18 12:52 

PM

Initiated

2/24/2018   

8:11:00PM

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

RAYMER

WO #

2869553

Assigned To

CATALANO JR

Disch Status

DOCUMENTED

Event Date

12/15/2007

ConditionRef No

Discharge Reporting:

Discharge Amount: 284,700 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: MSD PERSONNEL CLEANED AND SANITIZED THE IMPACTED AREA

Control Zone: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Impact: SEWAGE/WATER DISCHARGING FROM MANHOLE

Repair: A SOLUTION FOR THIS LOCATION CAN BE FOUND IN THE IOAP

Public Notification: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Notifications:

2/23/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG'

3/26/2018 Page 8 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Facility Type Receiving StreamIf Pump Station, Name of Pump Station:Facility AddressFacility ID Discharge to

FERN CREEK   SMH   Sewer Manhole 4005  KIRBY LN61266 DITCH

Activity Code / Description

:  DISREV:  RAIN EVENT 

DISCHARGE

Completed

02/23/18 07:30 

PM

Initiated

02/23/2018

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

GOODWIN

WO #

2869117

Assigned To

MULLINS

Event Date

01/13/2013

Disch Status

DOCUMENTED

ConditionRef No

Discharge Reporting:

Discharge Amount: 25,750 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: CLEANUP NOT POSSIBLE DUE TO ELEVATED CREEK LEVEL

Control Zone: PERMANENT SIGN IN PLACE    NO ADDITIONAL CONTROL ZONE SET UP

Impact: SEWAGE FOUND IN THE DITCH

Repair: A SOLUTION FOR THIS LOCATION CAN BE FOUND IN THE IOAP

Public Notification: PERMANENT SIGN IN PLACE    NO ADDITIONAL CONTROL ZONE SET UP

Notifications:

2/23/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG'

3/26/2018 Page 9 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Facility Type Receiving StreamIf Pump Station, Name of Pump Station:Facility AddressFacility ID Discharge to

PENNSYLVANIA RUN   SMH   Sewer Manhole 8800  ADMIRAL DR93703 GROUND

Activity Code / Description

:  DISREV:  RAIN EVENT 

DISCHARGE

Completed

02/22/18 02:39 

PM

Initiated

02/22/2018

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

BROADEN

WO #

2868480

Assigned To

BROADEN

Event Date

02/23/2018

Disch Status

BEYOND 

APPROVED 

DESIGN STORM

ConditionRef No

Discharge Reporting:

Discharge Amount: 26,300 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: MSD PERSONNEL CLEANED AND SANITIZED THE IMPACTED AREA

Control Zone: PERMANENT SIGNS SUPPLEMENTED WITH TEMPORARY SIGNS

Impact: SEWAGE DEBRIS SOLIDS PERSONAL HYGIENE PRODUCTS FOUND AROUND MANHOLE

Repair: A SOLUTION FOR THIS LOCATION CAN BE FOUND IN TEH IOAP

Public Notification: PERMANENT SIGNS SUPPLEMENTED WITH TEMPORARY SIGNS

Notifications:

2/21/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG, 

SAYRE.DENNIS@EPAMAIL.EPA.GOV'

2/21/18   1:00 am DISSNO SUPPLEMENTAL EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE HAS BEEN SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG, 

SAYRE.DENNIS@EPAMAIL.EPA.GOV'
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IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  (Cont'd) DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Activity Code / Description

:  DISREVRAIN EVENT 

DISCHARGE

Completed

02/23/18 11:02 

PM

Initiated

2/23/2018   

8:45:00AM

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

DENZIK

WO #

2869145

Assigned To

GOODWIN

Disch Status

BEYOND 

APPROVED 

DESIGN STORM

Event Date

02/23/2018

ConditionRef No

Discharge Reporting:

Discharge Amount: 85,700 GAL

Cause: LACK OF SYSTEM CAPACITY

Clean Up: CLEANUP NOT POSSIBLE DUE TO MAGNITUDE OF STORM

Control Zone: PERMANENT SIGNS SUPPLEMENTED WITH TEMPORARY SIGNS

Impact: SEWAGE/DEBRIS/SOLIDS/PERSONAL HYGIENE PRODUCTS FOUND AROUND MANHOLE

Repair: A SOLUTION FOR THIS LOCATION CAN BE FOUND IN THE IOAP

Public Notification: PERMANENT SIGNS SUPPLEMENTED WITH TEMPORARY SIGNS

Notifications:

2/23/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG'

3/26/2018 Page 11 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Facility Type Receiving StreamIf Pump Station, Name of Pump Station:Facility AddressFacility ID Discharge to

PENNSYLVANIA RUN   SLS   Sewer Lift Station 10807  ORELAND MILL RDMSD0164-LS ORELAND MILL DITCH

Activity Code / Description

:  DISREV:  RAIN EVENT 

DISCHARGE

Completed

02/27/18 07:15 

AM

Initiated

02/25/2018

Problem

LACK OF 

SYSTEM 

CAPACITY

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

GRAY JR

WO #

2869638

Assigned To

KEYE

Event Date

03/27/2011

Disch Status

DOCUMENTED

ConditionRef No

Discharge Reporting:

Discharge Amount: 9,000 GAL

Cause: CAP LACK OF CAPACITY

Clean Up: MSD PERSONNEL CLEANED AND SANITIZED THE IMPACTED AREA

Control Zone: TEMPORARY SIGNS HAVE BEEN POSTED

Impact: SEWAGE/WATER DISCHARGING FROM MANHOLE

Repair: A SOLUTION FOR THIS LOCATION CAN BE FOUND IN THE IOAP

Public Notification: TEMPORARY SIGNS HAVE BEEN POSTED

Notifications:

2/23/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG'

3/26/2018 Page 12 of 13  7:02:34 PM



IMSAST0004

Overflow Report

Initiated Feb 01, 2018 12:00 AM thru Feb 28, 2018 11:59 PM

Report Selections:  Period: 02/01/2018 00:00 thru 02/28/2018 23:59, treatment Plant: MSD0277  DEREK R. GUTHRIE, Excluding PPI Excluding CSO Excluding LAT,  Result: WUS,  Act Code: DISDW, 

DISREV

KPDES # Facility ID Water Quality Treatement Center Receiving Stream of Treatment Center Region

KY0078956  DEREK R. GUTHRIE WESTMSD0277 OHIO RIVER

Facility Type Receiving StreamIf Pump Station, Name of Pump Station:Facility AddressFacility ID Discharge to

NORTHERN DITCH   SLS   Sewer Lift Station 5006  LEA ANN WAYMSD1010-PS LEA ANN WAY STREAM

Activity Code / Description

:  DISREV:  RAIN EVENT 

DISCHARGE

Completed

02/27/18 07:30 

AM

Initiated

02/24/2018

Problem

PUMPED 

OVERFLOW

Result

UNAUTHORIZED 

DISCHAGE - WATERS

Initiated By

CATALANO JR

WO #

2869578

Assigned To

PEDRO JR

Event Date

02/24/2018

Disch Status

BEYOND 

APPROVED 

DESIGN STORM

ConditionRef No

Discharge Reporting:

Discharge Amount: 1,233,600 GAL

Cause: PUMPS SET TO ALLEVIATE PROPERTY DAMAGE AND FLOODING DURING A SIGNIFICANT RAIN EVENT

Clean Up: • MSD PERSONNEL CLEANED AND SANITIZED THE IMPACTED AREA

Control Zone: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Impact: NO IMPACT OBSERVED – MAGNITUDE OF STORM FLUSHED SOLIDS AND DEBRIS FROM SITE

Repair: A SOLUTION FOR THIS LOCATION CAN BE FOUND IN THE IOAP

Public Notification: PLACED TEMPORARY SIGNS AROUND THE IMPACTED AREA

Notifications:

2/23/18   1:00 am DISNOT EMAIL NOTIFICATION OF UNAUTHORIZED DISCHARGE SENT TO 'DISCHARGENOTICES@LOUISVILLEMSD.ORG'

Total Facilities Printed:  6 

 13Total Work Orders Printed:  
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